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D A T A  S H E E T SGGCONTRAFLAM®STRUCTURE 60
Installation Instructions

Clean the glass
edges to be sealed

• Remove excess polysulphide by razor blade / hard wood / steel wool (grade 00)
• Clean glass edge with methylated spirit or ethyl alcohol
• Do not use: glass cleaning agent, benzene, toluene, isopropanol or other solvents!

Apply KERAFIX
intumescent tape
on vertical glass edge

• Ensure the tape is in the center position

Place glass panes
on setting blocks

• Set glass panes until the faces of the structural joint respectively the KERAFIX tape touch
• Adjust glass position until edges are parallel (use cable straps or similar)

Inject Silicone DC 895 • Inject Silicone into the joint and remove excessive material
• IMPORTANT: use approved silicone Dow Corning 895 ONLY!
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D A T A  S H E E T SGGCONTRAFLAM®STRUCTURE 60
Installation Steps


